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FIBERGLASS STAY-60" (1524 mm)

CRIMP SLEEVE OR
ELECTRIC FENCE TAP

FIBERGLASS STAY

CABLE FOR OTHER APPLICATIONS.

3. GROUND RODS SHOULD BE LOCATED A MINIMUM OF 24 FT. (7315 mm) FROM THE 

A. GROUND RODS CONNECTED TO ANOTHER ELECTRICAL SYSTEM.
B. TELEPHONE GROUND RODS.
C. UNDERGROUND METAL PIPING SYSTEM.
D. METAL SUPPORT OR OTHER ELEMENT OF A STRUCTURE WHICH RESETS UPON OR HAS BEEN

SOLAR ARRAY

DRIVEN INTO THE SOIL.
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INSULATING TUBE
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 IN

SULATING TUBE

INSULATING
TUBE

INSULATING TUBE

1. USE 4" (102 mm) TUBE INSULATOR ON LINE POSTS & INSULATING TUBE OR INSULATED 

2. FIBERGLASS STAYS MAY BE FIBERGLASS T-POSTS OR ROUND NON-METALLIC RODS WITH CLIP.
ATTACHMENTS.
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4. THE METRIC CONVERSIONS ARE PROVIDED IN PARENTHESIS
FOLLOWING THE ENGLISH UNITS.
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